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Daily Engineering Control Verification Sampling
General Services Administration

Department of tbe Interior Modernization Program
1849 C Street NW, Wasbington, DC

Week ending: 10/1112007
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Note I: TVOC =Total Volatile Organic Compounds, which is the total concentration of any volatile organic compounds
that may be present. Volatile organic compounds are organic chemicals that have a high vapor pressure and easily form
vapors at normal temperature. While there is currently no Permissible Exposure Limit (PEL) for TVOCs, an action level
of 1.3 parts per million (ppm) has been established for this project based on best available research.

Note 2: OSHA Total and Respirable Particulate PEL = 15.0 milligrams per cubic meter of air (mg/m3) for total
particulates, 5.0 mglm3 for respirable particulates.

Friday: 10/0512007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/m1

(ppm)

7

Along main corridor between barricades12410.0450.0Passed smoke test for negal ive air pressure at doors

6

Along main corridor between barricatles12430.0350.0

5

Along main corridor between barricades12460.0210.0

4

Along main corridor between barricades12470.0480.0

3

Along main corridor between barricades12500.0420.0

2

Along main corridor between barricades12510.0460.0

1

Along main corridor between barricades12520.0450.0Passed smoke test for negative air pressure at doors

B

Alung main corridor between barricadcs12530.0430.0

6

Wing 5 rrn651O-6531 12440.0530.0

3

Wing 5 rm 3538-3560 12490.0340.0

Monday: 10/08/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/m1

(ppm)

7

Along main corridor betwccn barricades

6

Along main corridor between barricades

5

Along main corridor between barrica.d~

4

Along main corridor between barricodes

Holiday3

Along main corridor hctw"," barricades

2

Along main corridor between barricades

]

Along main corridor between barricades

No testing
B

Along main corridor between barricades
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Tuesday: 10/09/2007
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TotalTVOCFloor
LocationTimeParticulates Comments

(melm~
(ppm)

7

Along main corridor between barricades14290.0950.0Passed smoke test for negative !tir pressure at doors

6

Along main corridor between barricades14310.0840.0

5

Along main corridor between harricadcs14340.0620.0

4

Along main corridor rn:lwecn harricades14360.0810.0

3

Along main corridor between barricades14370.0840.0

2

Along main wrridor between barricades14390.0850.0

I
Along main corridor between barricades14440.0580.0Passed smoke test for negative air pressure at doors

B

Along main corridor between barricades14450.0820.0

5

Wing 5 rm 5509·5531 14330.0440.0

2

Wing 5 rm 2505·2531 14420.0400.0

Wednesday: 10/10/2007

I

I

I Wing 3 rm 4339-436\ I

--- .

I

V.VJ.L

II I4
16000.0320.0

Tbursday: 9/11/2007
Total

TVOCFloor
LocationTimeParticulates Comments

(mglmJ)

(ppm)

7

Along main corridor between barricades15140.0390.0Passed smoke test for negative air pressure at doors

6

Along main corridor hetween barricades15160.0320.0

5

Along main cOlTidorbetween barricades15170.0160.0

4

Along main corridor bctwcen balTicades15190.0250.0

3

Along main corridor between barricades15200.0230.0

2

Along main corridor between barricades15240.0250.0

1

Along main corridor between barricades15270.0240.0Passed smoke test for ncgati vc air pressure at doors

B'

Along main corridor between barricades15280.0350.0

2

Wing 3 rm2312-2329 15230.0400.0

1

Wing 5 rm 1540-1559 15260.0070.0
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Floor

7

6

5

4

3

2

I
B

7

Location

Along main corridor beTWccnbarricades

Along main corridor between barricades

Along main curridor between barricades

AJong main corridor between balTicades

Along main corridor betwecn barricades

Along main corridor betwccn barricades

Along main corridor bctween barricades

Along main corridor between barricades

Wing 5 rm 7508-7530

Time

1555

1556

1558

1601

1602

1604

1605

1606

1554

Total
Particulates

(mg/mJ)

0.022

0.017

0.007

0.023

0.031

0.025

0.046

0.030

0.012

TVOC

(ppm)

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

0.0

Comments

Passed smoke test for negative air pressure al doors

Passed smoke test for negative air pressure at doors
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Follow-Up Sampling in Areas with Results Above Established Action Levels
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Retest

Total
TVOCFloor

Location ParticulatesComments
Time (mglm1

(ppm)

N/A

Additional Comments

Date I Floor Comments
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